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AND TEMpERaTuREs IN THE NONBOILENG REGION 

Forced-convection  heat-tramfer  data  have  been  obtained  for  water 
flowing in an electrically  heated  tube of circular  cross  section at 
water  pressures of 200 and 2000 pounds per  square  inch and temperatures 
in  the nonboiling region,  for  water  velocities  ranging  between 5 and 
35 feet per second. 

The results indicate  that  conventional  correlations  can  be used to 
predict  heat-transfer  coefficients  for  water  at  pressures  up  to 
ZOO0 pounds per  square  inch  asd  temperatures in the nonboiling region. 

IXERODUCTPION 

An experimental  program has been  undertaken at the NACA Lewis 
laboratory  to  obtain  surface-to-fluid  heat-trassfer  information  over a 
wide  ranQe  of  tube wall temperatures  and  heat flux densities.  One 
phase of the  heat-transfer program is  being  conducted  with  water  at high 
pressures,  up  to 5000 pounds per squwe inch, flowing through an electri- 
c a y  heated  tube. 

Mtial tests  have been made  at a pressure of 2000 pounds  per 
squars inch i n  the  nonboiling  region, a condition which is of current 
interest in s e v e r a l  experimental and theoretical  investigations.  Data 
have also been  obtained at a pressure of 200 pounds  per  square  inch  to 
determine the reliability of the  data from the  apparatus. The @elhinary 
results of these  tests  axe  reported  herein. 

Tests  were run on an electrically  heated Inconel tube  with a heater 
length of 25 lnches and an imide diemeter of 0.498 inch.  Heat flux for 
the  test runs ranged  between 175,000 and 650, OOO Btu per  hour  per  square 
foot and water  velocities  ranged  between 5 and 35 feet  per  second.  The 
data  reported  are  for  water  temperatures i n  the  nonboiling  region. 
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APPARPLTLTS 
e 

A photograph o f - t h e  test  r i g  i s  presented i n  figure 1. Figure 2 i s  
a schematic  layout of the apparatus. Water leaying the e lec t r ica l ly  
heated  test-section  tube flows through the heat exchanger where it i s  
cooled t o  approximately the test-section  entrance temperature. The water 
then  passes  through a. circulating puqp t o  the $low meters and back t o  the - 

test section. The rate of flow i s  regulatedby varying the speed of the 
pump and also by a valve i n  the bypass around the pump. The two flow 
meters fo r  measuring l o w  rates of flow can be  bypassed- at high flow ra tes .  
The system  through which the water is circulated is  designed for   the . 

following range  of  operating  conditions:  pressure, 0 t o  5000 pounds per 
square  inch gage; test-section inlet temperatme, 70 tq8.00° F; t e s t -  
section  outlet  temperature, 70 t o  1000° F; flow rates, up t o  30 gsllone 
per minute. .. . . . ""- ." 
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The system is pressurized  by  nitrogen  supplied from the storage 
cylinders  through the regulator valve t o  the accuplator  E@ test secti6n 
casing. System pressures up t o  2000 pounds per s q m e  inch are obtained 
i n  this manner. Rlgher.pressures, up t o  5000 pounde per  square  inch,  are 
obtained  by pumping water from the  distilled water supply  into the 
accumulator to   force the piston upwards t o  compress the gas. Pressure 
relief  valves  are  located i n  both gas and l iquid l ines  for pressure 
control and safety. 

. 
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The component parts of the setup. are described i n  the subsequent . "" 

paragraphs. . .  . .  "" 
*' - 

Electrical System 

The power source f o r  heating  the test  section is a 100-kilowatt 
transformer  controlled  by a satwable reactor. The transformer second- 
ary voltage  range is 1 .25  t o  25 volts.  ". . . . . . -. -. - . .. 

- ". . - " 

Circulating System 

Test -section. .- The test   sect ion,  shown by a photograph i n  figure 3 
and schematically in figure 4, i s  an Inconel  tube with a heated length 
of 25 inches, an inside  diameter of 0.498 inch, and an outside  diameter 
of 0.689 inch. Tube wall temperatures are mewured  by m e a n s  of 
1 7  chromel-alumel thermocouples distributed along the length of the out- 
side wall of the tube and a self-balancing,  indicating-type  potentimeter. 
Temperatures,of the water entering Fwld leavlng the test-section  tube are 
measured by  cbrmel-a3umel  thermocouples  located i n  tanks at both end6 
of the test  section and by a manually  operated  precision  potentimeter. 

. - ". . 
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Both differentid a d  direct  temperature  readings  cap  be  obtained from 
the  thermocouples in the t m .  

Heat  exchanger. - The  heat  exchanger  is a U-shaped,  heaxy-wdled 
single  tube with a counterflow,  four-sectioned coolfng jacket. It has 
a capacity of 350,000 Btu per  hour at 152.2O F mean  temperature  difference. 

Circulating pump. - The  circulating  pump  is a stuffing-boxless, four- 
stage,  variable-speed  centrifugal. ~LIIQ designed  to  deliver a maxbnm of 
30 gallons per  minute  against a pressure  drop of 50 pounds  per  square  inch 
over the  tmperature  and  pressure  range of operation. Power is  supplied 
to  the pump motor from a variable-frequency  motor  generator  set. 

Flowmeter. - Three  flowmeters of the  rotameter type were employed, 
,with a conibfned  range to measure  obtainable f l o w  over the  operating 
range of temperature and pressure. R e a d i n g 8  are  obtained  remotely on 
manometers  colvlected  to  pneumatic  transmitters  linked  magnetically to 
the  flowmeter  floats. 

Pressurizing  System 

Test-section  casing. - The  test-section  casing  is a stainless s t e e l  
reactor-type  cylinder w-hich acts  as a superdharge  housing for the  test 
section and the  calorimeter  tanks. It has an over-dl length of 
47 inchee, an outside diameter of 9 inches, an Fneide  length of 
40 inches, and.= inside diameter of 6 inches. . 

Accumulator. - The accumulator  consists of a cylinder and piston. 
It is  used  to  maintain an approximate  balance  of  pressure  between  the 
circulating  liquid  and  the  supercharging gas in the  test-section  casing; 
The  tank  haa an over-all  length of 56 inches, an outside  diameter  of 
1 5 ~  inches, 8.n inside  length of 48 inches, ' and an inside dfmeter of 
10 inches. The plston  acts to separate  the gas i n  the  top of the 
cylinder  from the liquid  in  the  bottom. 

1 

Pressurizing pump. - The pressurizing pump is a positive  displace-. 
ment  pump nhich delivers 26 gallons per hour  from 0 to 5000 pounds per 
square inch gage. 

Gas supply. - The  gas  supply  consists of 12 nitrogen  storage 
cylinders  and a manifold  rack.  Each gas cylinder  contains, when m y  
charged,  approximately 244 cubic  feet of nitrogen  at  free  condition and 

the  temperature. 
. has a pressure of from 2000 to 2200 pounds per  square inch depending on 
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Distilled water supply. - The distilled water supply consists of 
four stainless s t e e l  tanks with a total   capacity of approxhately I 

30 gaXLons. 

The system was in i t ia l ly   p ressur ized   to  about 
inch and water was circulated at a relat ively high 
supplied t o  the test  section, and the  pressure was 

M 

I+ 
01 

cn 
100 pounds per square 
rate. Power was 
increased as the . .. 

sy&em heated. As the desired test conditions of teqperature and 
pressure were  approached, the poyer level e d  the flow were set and the 
system was a.llowed t o  come t o  equilibrium. 

R u n s  were made at  test-sectfon inlet pressures of 200 and 
2000 pounds per squEu'e inch gage. A t  each peesure level  a range of 
water flow  rates was covered.  Several power inputs were used. At a 
fixed power input  the maximum flow rate was limited by the temprature 
rise i n  the water passing through  the test   section, and the minhum flow 
was limited by the tube wdl temperature. A t  h i g h  flows the- tempera- 
ture rise became s m a l l  and the accuracy of the measurement of the rate 
of heat transfer  decreased, and at l o w  flows t he  wall temperatures 
approached the boiling  temperature of the water. The inlet  water tempera- 
tures fo r  the runs made varied t o  a greater or lesser extent depending .i 

on whether an attempt was made t o  maintain it relatively  constant. 

" - 

" . .  

SYMBOLS 

The following symbols are used i n  this report: 

specific heat of water a t  cowteat  pressure, Btu/( lb)  (?I?) 

inside diameter of tube, (ft) . .  

outside diameter of tube, ( f t )  

m 6 8  Velocity O f  Water, (lb)/(hr)(Sq ft)  

heat-transfer  coefficlent,  Btu/(hr) (sq f 't) (9) 
thermal  conductivity of water, Btu/(hr) (sq f t )  (?F/ft) 

thermal conductivity of Lnconel, Btu/(hr)(sq ft)(?F/it) 

heated  length  of  tube, ( f t )  . .  

rate of heat transfer t o  water, Btu/(hr) 

. ". 

. 
0 
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heat  transfer area of the  tube, (sq ft) 

average bulk temperature of water, (T1+T2)/2 9 
average  outside w a l l  temperature of tube, ?F 

average  inside, wall temperature of  tube, ?I? 

t o t d   t e m p r a t m e  of water entering  tube, OF 

t o t a l  temperature  of  water  leaving  tube, ?I? 

water f low rate,  (lb/hr) 

~ s c o s i t y  of water, ( Ib ) / ( f t )  (hr) 

8 

Reynolds number 

Nusselt rider 

W H O D  OF C A L m I O N  

The rate of heat transfer w&8 computed f r o m  the weight flow, tempera- 
ture rise, and specific  heat a t  constant  pressure for the water f lowing 
through the test-section  tube,  or, 

The specific  heat.was  evaluated at the  average 
W a t e r  (Tl+T2 ) /2 - 

The average  outside tube" t w e r a t u r e  
p lo t  of wall temperature against tube length. 
wall temperature was computed by the equation 

r 

bulk temperature of  the 

WRS aetermiriea from a 
The average inside  tube- 



which, for  the  tube  used  in this investigation,  simplifies  to - 
T, = .To - 0.014 q/Kl 

w h) 

P cn T h i s  equation may be  derived from Fourier's l a w  by considering a tube i n  
which heat  generated  uniformly by an exectric  current  passing  lengthwise 
i n  the tube wall i s  being  conducted radially inwara.  -The therm&. con- 
ductivity of Inconel K1 was evaluated-at  the  outside  tube-wall 
temperature. 

. . - -. . - 
. . ." 

The heat-transfer  coefficient was computed from the rate of  heat 
transfer,  the  inside  surface area of the  tube, and the  temperature 
difference- between the  inside wall temperature and the bulk temperature 
of the .water " 

" 

The properties of mter used are plottgd i n  figure 5. The thermal 
conductivity  of  Inconel is plotted against temperature in figure 6.. 

RESULTS AND DISCUSSION 

Heat-Transfer Data Y 

The heat-transfer data are presented i n  figure 7. Nusse l t  number 
divided by  Frandtl number- t o  the four-tenths  parer (hD/K)/(  C , ~ / K > ~ - ~  is 
plotted  against Reynolds number. DG/p. The physical  properties of the 
water are evaluated at the average bulk temperature.  Included i n  figure 7 - 

i s  the  line  obtained f'rom the correlation of the data of various  investi- 
gators  (reference 1, p. 168). The equation for t h i s  line is 

(F)/(yy*4 = 0.023 (?)Oo8 

The data  are  satisfactorily  correlated by this equation;  reasonably 
accurate results may be  obtained i n  using it to  predict  heat-transfer . .  

coefficients  for water under conditions similtu: to  those  encountered 
i n  this investigation. The scatter  about  the  correlation  l ine  in 
figure 7 can be  a t t r ibuted  to   the  error   in   the measurement of the   ra te  
of heat transfer a t  high ra tes  of flow where the temperature rise i n  1 

the water passing  through the tes t  section i s  smsll. 
. .. . 

. - - . . - - -. . 
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Scaling i n  system. - Prior t o  the data presented  herein, it was 
noted that   the  water i n  the system  tended t o  ~UIL acid and to become 
contaminated with metal  oxides  after  operation  at high temperatures. 
As 8 possible means of counteracting t h i s  ,tendency,  potassium hydroede 
was added to  the   d i s t i l l ed  water supplied t o  the s y s t p .  The pH of the 
mter i n  the system  during the runs presented  herein  ranged from 5.3 t o  
4.1, the tendency  being t o  decrease during a period of operation. The 
w e i g h t  of sol ids  in the water of the system was of the order of 50 pa r t s  
per  million. These figures  represent an improvement over those  obtained 
previous t o  the introduction of the potassium  hydroxide; however, the 
extent t o  which the  potassium  hydroxide  contributed t o  this improvement 
is uncertain. 

Gas content  of water. - Measurements taken of the v 0 1 m  of gas 
d&ssoLved in  the water showed that l e g e  m ~ n t ~  were present a t  the end 
of each se t   o f  runs at  2000 pounds per s q w e  inch. The r a t i o  of  gas t o  
water .volume at room condition was approximately 2. Therefore, it i s  
concluded that the water used in   obtaining the data was essent ia l ly  

- saturated Hth nitrogen. 

Heat-transfer  properties w e r e  investigated f o r  water flowing at  
velocit ies ranging between 5 and 35 f e e t  per  second i n  an electxicaUy 
heated tube st water pressures of 200 and 2000 pounds per square  inch 
and temperatures in  the  nonboiling  region. It was indicated that the 
equation  Wusselt number = 0.023 X (Prandtl nuniber)o-4 x (Reynolds num- 
ber)Os8  predicts  reaaonably  accurate  values of heat-transfer  coefficients 

' f o r  water at pressures up to 2000 pounds per square inch and tempera- 
tures in the  nonboilfng  region, where the  properties of water are 
evaluated at the  average bulk temperature. 

Lewis Flight Propulsion  Laboratory 

Cleveland, Ohio 
Rational.  Advfsory Connnittee f o r  Aeronautics 
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Figure 1. - Photograph of high-pressure-water  heat-transfer  apparatue. 
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Figure 3. - General dew of heater tube installation. 
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Figure 4. - Schematic diagram of teat   sect ion tube shaving thermocouple and pressure  tap locations. 
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Temperature, OP 

(E)  Pressure, 200 pounds per square inch. 

Figure 5. - Properties of uater. Data for delleity and speclfic heat From reference 2; 
viscosity,  references 3 end 4; thermal  conductivity,  reference 5 .  
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Figure 5. - Concluded. properties of water, "Data fzr deneity and specific heat from 
reference 2; vlecoslty, references 3 and 4; them c o d x i ~ - t y , " r ~ e r e n c e  5.  . . . . . . . 
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Temperature, OP 

Fi&Ure 6. - Thvmal conductlvlty of Inconel baed on vaZuas given in reference 6. 
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Reynolds number, 

Figure 7 .  - Cmfelation of hest-transfer cocf f lc iente .  Physical propel'tiea of water evaluated  at 
average bulk teqerature. 
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